City of Norfolk
Water Quality Analysis

This report covers the 4th Quarter of 2001

37th Street Plant

Primary Compounds

These are compounds for which there are actual limits called Maximum Contaminant Levels or MCLs. The MCL is
the highest level of a contaminant that is allowed in drinking water. The Environmental Protection Agency
establishes these levels based on health effects research.

Compound Result MCL Method
1,1,1-Trichloroethane <0.5 ug/L 200 ug/L EPA 524.2
|1,1,2-Trichloroethane <0.5 ug/L 5 ug/L EPA 524.2
1,1-Dichloroethylene <0.5 ug/L 7 ug/L EPA 524.2
|1,2,4—Trichlorobenzene <0.5 ug/L 70 ug/L EPA 524.2
1,2-Dichloroethane <0.5 ug/L 5 ug/L EPA 524.2
|1,2-Dichloropr0pane <0.5 ug/L 5 ug/L EPA 524.2
2,3,7,8-TCDD <32 pg/L 30 pg/L EPA 1613
[2,45TP <0.2 ug/L 50 ug/L EPA 515.1
2,4-D <0.1 ug/L 70 ug/L EPA 515.1
|Alachlor < 0.05 ug/L 2 ug/L EPA 525.2
Antimony <1 ug/L 6 ug/L EPA 200.8
|Arsenic <5 ug/L 50 ug/L EPA 200.9
Asbestos 0.2 MFL 7 MFL EPA 100.1
|Atrazine < 0.05 ug/L 3 ug/L EPA 525.2
Barium 23 ug/L 2000 ug/L EPA 200.8
|Benzene <0.5 ug/L 5 ug/L EPA 524.2
Benzo(a)pyrene < 0.02 ug/L 0.2 ug/L EPA 525.2
[Beryllium <1 ug/L 4 ug/L EPA 200.8
Cadmium <1 ug/L 5 ug/L EPA 200.9
|Carbofuran <0.9 ug/L 40 ug/L EPA 531.1
Carbon Tetrachloride <0.5 ug/L 5 ug/L EPA 524.2
|Chlordane <0.1 ug/L 2 ugl/L EPA 508
Chlorobenzene <0.5 ug/L 100 ug/L EPA 524.2
|Chromium <5 ug/L 100 ug/L EPA 200.9
cis-1,2-Dichloroethylene <0.5 ug/LI 70 ug/L EPA 524.2
|Cyanide <0.1 mg/L 0.2 mg/l SM_4500CN
Dalapon <1 ug/L 200 ug/L EPA 515.1
|Di(2—EthyIhexyl)phthalate <0.6 ug/L 6 ug/L EPA 525.2
Di-(2-Ethylhexyl)adipate <0.6 ug/L 400 ug/L EPA 525.2
|Dibromochl0r0pr0pane <0.01 ug/L 0.2 ug/L EPA 504.1
Dichloromethane <0.5 ug/L 5 ug/L EPA 524.2
|Dinoseb <0.2 ug/L 7 ug/L EPA 515.1
Diquat <0.4 ug/L 20 ug/L EPA 549.2
|Endothall <25 ug/L 100 ug/L EPA 548.1
Endrin <0.01 ug/L 2 ug/L EPA 508
|Ethylene Dibromide <0.01 ug/L 0.05 ug/L EPA 504.1
Fluoride 0.81 mg/L 4 mg/L SM 4500-F C
| Glyphosate <6 ug/L 700 ug/L EPA 547
Gross Alpha Activity 0.4 pCi/L 15 pCi/L EPA 900.0
|Gross Beta Activity 2.6 pCi/L 50 pCilL EPA 900.0
Heptachlor <0.01 ug/L 0.4 ug/L EPA 508
|Heptach|or epoxide <0.01 ug/L 0.2 ug/L EPA 508
Hexachlorobenzene <05 ug/L 1 ug/L EPA 525.2
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|Hexachlorocyclopentadiene <0.5 ug/L 50 ug/L EPA 525.2
Lead < 0.0025 mg/L 0.015 mg/L EPA 200.9
|Lindane (gamma-BHC) <0.01 ug/L 0.2 ug/L EPA 508
Mercury <0.2 ug/L 2 ug/L EPA 245.1
|Methoxych|or < 0.05 ug/L 40 ug/L EPA 508
Nitrate-N 0.09 mg/L 10 mg/L SM 4500 NO3-F
[ Nitrate/Nitrite-N 0.09 mg/L 10 mg/L 4500-NO3 F
Nitrite-N <0.01 mg/L 1 mg/L SM 4500 NO3- F
|o-DichIorobenzene <0.5 ug/L 600 ug/L EPA 524.2
Oxamy! <2 ug/L 200 ug/L EPA 531.1
|p-DichI0robenzene <0.5 ug/L 75 ug/L EPA 524.2
PCBs <0.1 ug/L 0.5 ug/L EPA 508
|Pentach|orophen0| <0.04 ug/L 1 ug/L EPA 515.1
Picloram <0.1 ug/L 500 ug/L EPA 515.1

| Simazine <0.05 ug/L 4 ug/L EPA 525.2
Styrene <0.5 ug/L 100 ug/L EPA 524.2
|Tetrachloroethylene <0.5 ug/L 5 ug/L EPA 524.2
Thallium <1 ug/L 2 ug/L EPA 200.8
| Toluene <0.5 ug/L 100 ug/L EPA 524.2
Toxaphene <0.5 ug/L 3 ug/L EPA 508
|trans-l,2-Dichloroethylene <0.5 ug/L 100 ug/L EPA 524.2
Trichloroethylene <0.5 ug/L 5 ug/L EPA 524.2
|Vinyl Chloride <0.3 ug/L 2 ug/L EPA 524.2
Xylenes, Total <0.5 ug/L 10000 ug/L EPA 524.2

Secondary Compounds

These compounds have no health significance but can cause bad tastes or smells in your water. For this
reason, secondary limits called Secondary Maximum Contaminant Levels (SMCLs) have been established.
Exceeding these standards does not mean that the water is unhealthy, only that it might taste or smell bad.

Compound Result SMCL Method
Aggresive Index 10.04 Noncorrosive Calculated
|AIuminum 0.14 mg/L 0.05-0.2 mgl/l EPA 200.7
Chloride 16.7 mg/L 250 mg/l EPA 325.3
[Color 0 CUs 15C.U.s SM 2120 B
Iron 0.034 mg/L 0.3 mg/L SM 3111 - B
| Langlier Index -1.85 Noncorrosive Calculated
Manganese <0.006 mg/L 0.05 mg/L SM 3111 -B
|MBAS 0.009 mg/L 0.5 mg/L Hach Crystal Violet
pH 7.3 units 6.5-8.5 EPA 150.1
|Silver <0.002 mg/L 0.1 mg/L EPA 200.9
Sulfate 33.8 mg/L 250mg/L EPA 300.0
|Tota| Dissolved Solids 102 mg/L 500 mg/L SM 2540 - C
Zinc 0.093 ug/L 5 mg/l SM 3111 -B

Unregulated Compounds

These compounds are not regulated by the EPA and have no established limits. Monitoring for these
compounds helps EPA determine where certain compounds occur and whether those compounds need to be

regulated.

Compound Result Method
1,1,1,2-Tetrachloroethane <0.5 ug/L EPA 524.2
|1,1,2,2-Tetrachlor0ethane <0.5 ug/L EPA 524.2
1,1-Dichloroethane <05 ug/L EPA 524.2
|1,1—Dichloropropene <0.5 ug/L EPA 524.2
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1,2,3-Trichloropropane <0.5 ug/L EPA 524.2
|1,3-Dichloropropane <05  ug/L EPA 524.2
3-Hydroxycarbofuran <2 ug/L EPA 531.1
[Aldrin <001 ug/L EPA 508
Bromobenzene <0.5 ug/L EPA 524.2
|Bromochloromethane <0.5 ug/L EPA 524.2
Bromodichloromethane 9.3 ug/L EPA 524.2

| Bromoethane <05 ug/L EPA 524.2
Bromoform <0.5 ug/L EPA 524.2
[Butachlor <0.05 ug/L EPA 525.2
Carbaryl <2 ug/L EPA 531.1
|Ch|orodibromomethane 1.6 ug/L EPA 524.2
Chloroethane <0.5 ug/L EPA 524.2

[ Chloroform 28 ug/L EPA 524.2
cis-1,3-Dichloropropene <0.5 ug/L EPA 524.2
[Dicamba <0.08 ug/L EPA 515.1
Dieldrin <0.01 ug/L EPA 508
|Isopr0pylbenzene <0.5 ug/L EPA 524.2
Methomyl <1 ug/L EPA 531.1
[Metolachlor <0.05 ug/L EPA 525.2
Metribuzin < 0.05 ug/L EPA 525.2
[p-Chlorotoluene <05 ug/L EPA 524.2
Perchlorate <4 EPA 314
[Propachlor <0.05 ug/L EPA 525.2
Compounds of Interest

The following compounds are not regulated but are frequently requested by customers.

Compound Result Method
Alkalinity 22 mg/L SM 2320

| Calcium 10 mg/L SM3500-Ca-A
Calcium Hardness 25 mg/L SM3500-Ca-A
|Ch|orine (Total) 3.2 mg/L SM 4500-CL T
Conductivity 132 umhos SM 2510 B
|Fixed Solids 735  mglL SM 2540 B
Hardness 39 mg/L SM 2340C
[Magnesium 3.4  mglL SM 3500-Mg E
Potassium 3.134 mg/L SM 3111 -B
|silica 8.58 _mg/L SM4500 Si-D
Sodium 12.34 mg/L SM 3111 -B
[ Temperature-F 68 F SM 2550
Total Solids 100.5 mg/L SM 2540 B

| Turbidity 0.18  NTUs SM 2130 B
Volatile Solids 27 mg/L SM 2540 B

Additional Compounds

We are not required to monitor for the following compounds, we include them in order to evaluate compliance

with future regulations.

Compound Result Method

1,2,3-Trichlorobenzene <0.5 ug/L EPA 524.2
|1,2,4—Trimethylbenzene <0.5 ug/L EPA 524.2
1,3,5-Trimethylbenzene <0.5 ug/L EPA 524.2
|2,2—Dichloropropane <0.5 ug/L EPA 524.2
2,45-T <0.2 ug/L EPA 515.1
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|2,4—DB <2 ug/L EPA 515.1
2,4-Dinitrotoluene <0.1 ug/L EPA 525.2
[2-Butanone <5 ug/L EPA 524.2
3,5-Dichlorobenzoic acid <0.5 ug/L EPA 515.1
|4-Methyl-2-Pentanone <5 ug/L EPA 524.2
4-Nitrophenol <5 ug/L EPA 515.1
|Acenaphthy|ene <0.1 ug/L EPA 525.2
Acifluorfen <0.2 ug/L EPA 515.1
| Aldicarb <05 ug/L EPA 531.1
Aldicarb sulfone <0.7 ug/L EPA 531.1
|AIdicarb sulfoxide <0.5 ug/L EPA 531.1
Alpha-BHC <0.01 ug/L EPA 508
lalpha-Chlordane <0.05 ug/L EPA 525.2
Anthracene < 0.02 ug/L EPA 525.2
|Baygon <2 ug/L EPA 531.1
Bentazon <0.5 ug/L EPA 515.1
|Benz(a)anthracene < 0.05 ug/L EPA 525.2
Benzo(b)fluoranthene < 0.02 ug/L EPA 525.2
|Benzo(g,h,i)perylene < 0.05 ug/L EPA 525.2
Benzo(k)fluoranthene <0.02 ug/L EPA 525.2
[Beta-BHC <0.01 ug/L EPA 508
Boron 0.05 mg/L EPA 200.7
|Bromaci| <0.2 ug/L EPA 525.2
Bromochloromethane <0.5 ug/L EPA 524.2
[Bromomethane <05 ug/L EPA 524.2
Butylbenzylphthalate <0.5 ug/L EPA 525.2
[ Caffeine <002 ug/L EPA 525.2
Chloromethane <0.5 ug/L EPA 524.2
[Chlorthalonil <001 ug/L EPA 508
Chrysene < 0.02 ug/L EPA 525.2
[ Copper <0.025 mg/L SM 3113 - B
Cyanazine <0.5 ug/L EPA 507
[Delta-BHC <0.01 ug/L EPA 508
Di-isopropropyl ether <5 ug/L EPA 524.2
| Di-n-Butylphthalate <05 ug/L EPA 525.2
Diazinon <0.1 ug/L EPA 507

[ Diazinon <0.1 ug/L EPA 525.2
Dibenz[a,h]anthracene < 0.05 ug/L EPA 525.2
|Dichlorobromomethane <0.5 ug/L EPA 524.2
Dichlorodifluoromethane <0.5 ug/L EPA 524.2
[ Dichlorprop <05 ug/L EPA 515.1
Diethylphthalate <0.5 ug/L EPA 525.2
[ Dimethoate <10 ug/L EPA 525.2
Dimethylphthalate <0.5 ug/L EPA 525.2
[Endosulfan | <001 ug/L EPA 508
Endosulfan Il <0.01 ug/L EPA 508
|Endosulfan sulfate <0.01 ug/L EPA 508
Endrin Aldehyde <0.01 ug/L EPA 508
[Ethyl benzene <05 ug/L EPA 524.2
Fluorene < 0.05 ug/L EPA 525.2
| Fluorotrichloromethane <0.5 ug/L EPA 524.2
gamma-Chlordane < 0.05 ug/L EPA 525.2
[Hexachlorobutadiene <0.5 ug/L EPA 524.2

Page 4 of 6



37th Street Plant

Indeno[1,2,3,c,d]pyrene < 0.05 ug/L EPA 525.2
[Isophorone <05 ug/L EPA 525.2
Lindane < 0.02 ug/L EPA 525.2
[m,p-Xylenes <05 ug/L EPA 524.2
m-Dichlorobenzene <0.5 ug/L EPA 524.2
[Methiocarb <2 ug/L EPA 531.1
Methyl Tert-butyl ether <3 ug/L EPA 524.2
[Molinate <0.2 ug/L EPA 525.2
Molybdenum <2 mg/L EPA 200.8
[n-Butylbenzene <05  uglL EPA 524.2
n-Propylbenzene <0.5 ug/L EPA 524.2
[Napthalene <05 ug/L EPA 524.2
o-Chlorotoluene <0.5 ug/L EPA 524.2
lo-Xylene <05  uglL EPA 524.2
p,p-DDD <0.01 ug/L EPA 508

[p,p-DDE <001 ug/L EPA 508

p,p-DDT <001 ug/L EPA 508

|p-|sopropyltoluene <0.5 ug/L EPA 524.2
Paraquat <2 ug/L EPA 549.2
[Phenanthrene <0.02 ug/L EPA 525.2
Phosphate, Ortho 0.18 mg/L EPA 365.1
[Prometryn <0.5 ug/L EPA 525.2
Pyrene < 0.05 ug/L EPA 525.2
[Radon 222 10 pCi/L EPA 903.1
sec-Butylbenzene <0.5 ug/L EPA 524.2
|tert-amyl Methyl Ether <3 ug/L EPA 524.2
tert-Butyl Ethyl Ether <3 ug/L EPA 524.2
tert-Butylbenzene <05 ug/L EPA 524.2
Thiobencarb <0.2 ug/L EPA 525.2
|Tota| DCPA Monoé&Diacid Degradate <0.1 ug/L EPA 515.1
trans-1,3-Dichloropropene <0.5 ug/L EPA 524.2
[trans-Nonachlor <0.05 ug/L EPA 525.2
Trichlorotrifluoroethane <0.5 ug/L EPA 524.2
| Trifluralin <0.1 ug/L EPA 525.2
Vanadium <3 mg/L EPA 200.8

Sample collected on: 10/10/2001
Sampling Location: 37th Street Water Treatment Plant Effluent

For questions concerning this report, please call the Division of Water Quality's Laboratory at 441-5678, Monday

thru Friday 7:00 - 4:00.

Notes of Interest:

The MCL's for Lead and Copper are measured at the 90th percentile of all samples collected and is refered to as an

"action level".

THM's are based on a four quarter running average of eight locations throughout Norfolk.

The total coliform MCL is based on a three month average not to exceed 5% positives for any one month.

Turbidity is listed twice in this report. Under "Primary Compounds" compliance is based on the percentage of filtered
water samples below 0.5 NTU. TT stands for Treatment Technique, a required process intended to reduce the the
level of a contaminant in drinking water. The turbidity listed under "Compounds of Interest" is the daily turbidity

leaving the plant.
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Vernon R. Land
Water Quality Manager
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